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A room radiator as usually used in cold countries, is actually able to be used as a heat source to dry
goods, especially in the rainy season where the sun seldom shines due to much rain and cloud.
Experiments to investigate effects of radiator position and mass flux on heat transfer rate were
performed. This study is to determine the best position of the radiator and the optimum mass flux.
The radiator used was a finned radiator made of copper pipes and aluminum fins with an overall dimen-
sion of 220 mm  50 mm  310 mm. The prototype room was constructed using plywood and wood
frame with an overall size of 1000 mm  1000 mm  1000 mm. The working fluid was heated water
flowing inside the radiator and air circulating naturally inside the prototype room. The nominal mass
fluxes employed were 800, 900 and 1000 kg/m2 s. The water was kept at 80 C at the radiator entrance,
while the initial air temperature inside the prototype room was 30 C. Three positions of the radiator
were examined. The results show that the effect of the mass flux on the forced and free convection heat
transfer rate is insignificant but the radiator position strongly affects the heat transfer rate for both forced
and free convection.
 2016 The Authors. Published by Elsevier B.V. This is an open access article under the CC BY-NC-ND
license (http://creativecommons.org/licenses/by-nc-nd/4.0/).Introduction
In cold countries a room radiator is used for heating a room to
make occupants feel comfortable and warm. It is widely used in
Europe, America, Russia, China, Japan etc. The heat source of the
room radiator is usually water heated up in a gas or an electrical
boiler/heater placed on the wall in a kitchen. Therefore, operating
this heating system needs energy for heating the water and power
for turning the pump. The energy required for this system is quite
large especially when the size of the radiator is huge.
The radiator, as used in the cold countries, is usually big and
heavy, and has a big gap in it. The big gap needs a lot of hot water
while increasing the amount of hot water raises the energy
demand. The energy demand is proportional to the mass flux and
the pump power. Moreover, almost all of ordinary radiators are
made of cast iron or stainless steel. The two materials have very
low thermal conductivity, therefore, the efficiency of the radiators
is low because the radiator cannot release much heat to the air. In
this study, the investigated radiator was made of copper pipe with
aluminum fins. Copper has a very high thermal conductivity, it is
around 400W/m K, Incropera et al. [1].In hot/tropical countries, a radiator is not needed, but an air
conditioning (AC) unit is. However, the radiator can be used for
drying some products or goods such as agriculture products, foods
or clothes. Nevertheless, this drying method has not been imple-
mented nor even known by people yet, whereas this method is
indeed suitable in the rainy season. In the rainy season, a conven-
tional drying method ‘‘putting goods directly under the sun” is dif-
ficult because the sun seldom shines due to much rain and cloud,
while this novel method does not depend on the weather because
the goods being dried are placed in a room. Other advantages of
this method compared to the conventional drying method are (i)
the goods are cleaner than that being put under the sun directly,
(ii) the quality of the goods is better because the drying tempera-
ture can be controlled, (iii) the energy used can be obtained from
renewable energies, Coronado et al. [2]. Moreover, the radiator
can be operated using water heated up by utilizing the heat waste
such as heat waste from tahu production processes, from tobacco
drying process, from clay brick production process, and from
industrial processes. There are thousands of live coals in the stove
used to produce tahu. When several pipes with water flowing in
them are placed under the live coals, hot water can be produced.
Similarly, in the drying tobacco process that uses a vertical oven,
there is plenty of heat. When several copper pipes with water flow-
ing in them are installed on the inner surface of the vertical oven
wall, the hot water can be gained. Some other heat sources that
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energy, geothermal energy etc, see Coronado et al. [2].
Previous studies that focused on radiator topics are performed
by Bangert [3], Myhren and Halberg [4], and Ploskic and Holmberg
[5]. Bangert [3] enhanced the heat transferring from the radiator to
the room by coating the wall behind the radiator. Myhren and Hal-
berg [4] focused on the performances of the radiator due to venti-
lations. Then their results were used for validating the CFD
research. Ploskic and Holmberg [5] investigate the thermal perfor-
mance of the hydronic radiant baseboards currently used for space
heating in built environments and they used their data to construct
a new correlation. Recently, Embaye et al. [6] investigated the per-
formance of a central radiator using pulsation mass flow rates, but
their researches were mostly simulation. They elucidated that
using their method could save energy by 22% and even it could
reach 27% when the pulsation was controlled using a PID. How-
ever, they did not consider the power of the pump when the pump
was running ‘‘on and off”. Previous works using flow rate pulsa-
tions had also been conducted by Lemlich [7], Shuai et al. [8] and
Zohir [9], but they investigated heat transfer rates in heat exchang-
ers not in room radiators. Due to the ‘‘on-off”, the energy used by
the pumpmay fluctuate and this should be considered because this
can increase the pump power. Different purposes to investigate the
radiator also have been raised, e.g. Liu et al. [10], Lehmanna et al.
[11], Adolph et al.[12], but they focused on the reducing of the
energy use. Actually, the energy for heating the room does not only
depend on the heat transferring from the radiator to the room but
also the amount of the water flow rates. The mass flow rate
increases the energy consumption for both pumping and heating
also increase, see Dittus-Boelter in Holman [13]. On the contrary,
as reported by Calisir et al. [14] and Mirmanto et al. [15], the effect
of mass flow rate on the heat transfer rate is insignificant. This
becomes an interesting phenomenon that needs to be clarified.
Radiator position may affect greatly the air circulation and the
successful heating. For the heating room in homes, the radiator is
placed under the window/glass wall. This will allow the cool air from
the window opening to heat before it passes into the room. The cold
air would be heading down and the warm air from the radiator
would be heading upward to meet it. This was certainly a good idea
when all windows were single glazed. Now that most homes have
double glazing, the heat loss through windows is much less and
the drafts coming in have all but disappeared http://www.diyfixit.
co.uk [16]. Another reason why radiators might be placed under a
window is that they are much less likely to interfere with furniture
placement. Most people do not put their couch under the window
due to the drafts and so the radiator would always be in a clear posi-
tion. Unfortunately, there is very limited information regarding the
radiator position for a heating room. Even so, in this study three radi-
ator positions were examined.
In addition, the heat transfer coefficient increases as the size of
the conduit decreases. This was studied by Venkatesan et al. [17],
Mirmanto et al. [18], and Wang and Sefiane [19]. Meanwhile the
conventional room radiator, as mentioned in the previous para-
graph, is constructed with a big gap. Hence, the heat transfer coef-
ficient for the conventional radiator is lower than that of the thin
gap radiator. For this reason, in this study, the radiator employed
is thin/slim and thus it is expected to increase the heat transfer
rate. Other advantages of this radiator compared to the conven-
tional one are (i) the radiator needs less working fluid, (ii) it is light,
and (iii) it needs lower heating energy and pump power. Due to the
advantages above, the authors are encouraged to perform this
experimental study with several objectives as follows:
1. To know the effects of the radiator position and the mass flux on
forced and free convection heat transfer rate.
2. To obtain the best position of the radiator.3. To know the optimal mass flux.
4. To examine the free convection heat transfer coefficient which
is usually assumed of being approximately 7–10W/m2 K as
used by Qu and Mudawar [20] and Embaye et al. [6] in their
papers.
Experimental setup
Experimental facility
This study uses experimental method with a schematic diagram
presented in Fig. 1. The test rig consists of several components such
as a main reservoir, centrifugal pump, a calibrated flow meter,
three electrical heaters controlled using PIDs, a gas heater, radia-
tors and a prototype room. The water was used as the working
fluid and was circulated throughout the loop/test rig using a cen-
trifugal pump, while the air as the second working fluid was ini-
tially at 30 C and prevailed in the prototype room. Due to the
increased temperature, the air circulated naturally.
The test rig was an open loop, because at the end of the process,
the water was drained to the ambient. Before entering the radiator,
the water was heated up in four heaters so that the desired tem-
perature of the water at the entrance of the radiator could be
achieved. Nominal mass fluxes, G, ranging from 800 to 1000 kg/
m2 s were tested in this current work and were measured using
a calibrated flow meter FLR1012ST-D with an uncertainty of
±0.5 g/s. The water at the radiator entrance was kept at 80 C dur-
ing the test.
The test section (radiator) was made from copper pipes and alu-
minum fins with an overall dimension of 220 mm  310 mm 
50 mm and a total outer heat transfer area of 0.56 m2. The test
section was placed inside the prototype room constructed from
5 mm thick plywood and wood with an overall dimension of
1000 mm  1000 mm  1000 mm. The construction of the radiator
and the position of the radiator are presented in Fig. 2. The posi-
tions of the radiator examined are Case A (standing in the middle),
Case B (standing near the prototype room wall) and Case C (lay
down on the floor), see Fig. 3.
The pressures were measured using 26PCCD Honeywell pres-
sure transducers with an uncertainty of ±0.3 kPa obtained from
the calibration. To measure the temperatures inside the prototype
room and temperatures of the radiator wall, calibrated T type
thermocouples with an uncertainty of ±0.5 C were implemented.
All data were recorded during 3000 s using a data acquisition
(DAQ9714) interfaced with a LabView program.
However, it should be noted that in this study, the water is not
heated using the heat waste or renewable energy but it is heated
using gas and electrical energies for simplifying the research.
Moreover, there is no load in the dryer room, so the heat coming
from the radiator is just used for increasing the air temperature
inside the prototype room.
Data reduction
To analyze the experimental data, some equations or correla-
tions are used and there are two subjects that are investigated
experimentally, i.e. (1) heat transferring from the hot water to
the radiator wall and fins and (2) heat transferring from the radia-
tor wall and fins to the air inside the prototype room. The heat
transferring from the hot water to the radiator wall and fins can
be predicted using Eq. (1), which can be obtained in Holman
[13], Incropera et al. [1] and is given by:
qf ¼ _mcpðTi  ToÞ ð1Þ
where qf is the forced convection heat transfer rate, _m represents
the mass flow rate, Ti is the inlet temperature and To is the outlet
Fig. 1. (a) Schematic diagram of the test rig and (b) the photograph of the test rig. All sensors are connected to the NI DAQ9714.
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using the bulk water temperature.
Due to the direct radiator wall temperature measurements, the
qfr coming out from the radiator wall toward the air inside the pro-
totype room can be determined simply as:
qfr ¼
Two  Tr
1
hoAo
¼ hoAoðTwo  TrÞ ð2Þ
where Ao is the heat transfer area, Two is the outer radiator wall tem-
perature, Tr is the average temperature of the air inside the proto-
type room and ho is the heat transfer coefficient of free heat
transfer. ho can be estimated theoretically using correlations due
to Churchill and Chu [21]:
ho ¼ kfDo
Nu¼ kf
Do
0:68þ 0:670Ra
1=4
½1þð0:492=PrÞ9=164=9
( )
for RaL < 10
9 ð3ÞPr is the Prandtl number, Ra is the Rayleigh number (Ra ¼ Gr Pr)
and Nu is the average Nusselt number and Do is the outer diameter
of the duct/pipe.
Gr ¼ gbðTwo  TrÞD
3
o
m2
ð4Þ
where b is the expansion coefficient which is equal to 1/Tf (Tf is the
film temperature). v is the kinematic viscosity. Nevertheless, the
heat transferring from the fins to the air can be predicted using
an equation below which can be obtained in Cengel [22]:
hos ¼ ðkf =SÞ 576ðRasS=LÞ2
þ 2:873
ðRasS=LÞ0:5
" #0:5
ð5Þ
GrS ¼ gbðTwo  TrÞS
3
m2
ð6Þ
Fig. 2. Radiator construction: (a) radiator test section, (b) an example of the radiator position, (c) a photograph of the radiator placed inside the prototype room.
Fig. 3. The position of the radiator in the prototype room; (a) Case A, (b) Case B and (c) Case C.
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where qs is free convective heat transfer rate from fins to the air
inside the prototype room, n is the number of the fin, L is the height
of the fin and H is the width of the fin.
For the uniform wall temperature and the optimum fin spacing,
the Nusselt number is constant. It is 1.31 and the heat transfer
coefficient can be estimated as given below:
hos ¼ kSopt
 
ð1:31Þ ð8Þ
Sopt ¼ 2:714 S
3L
Ras
 !0:25
ð9Þ
where Sopt is the optimum fin spacing.
In the experiment, the mass flow rate, _m is measured directly,
therefore the mass flux, G is defined as G ¼ _m=Ac , where Ac is the
cross sectional area of the pipe, Ac ¼ pD2i =4.
Results and discussion
Heat transfer rates obtained in the current work are divided
into two categories; heat transferring from the water to the inner
wall of the radiator and heat transferring from the outer wall ofthe radiator to the air inside the prototype room. The first category
is called forced convection heat transfer, which can be estimated
using Eq. (1), while the second category is called free convection
heat transfer because the air inside the prototype room moves nat-
urally and it can be computed using Eq. (2) or (7). The results of
applying Eq. (1) is presented in Fig. 4 for three different radiator
positions at three different mass fluxes.
From Fig. 4, it seems that the effect of mass flux is insignificant,
because the value of the heat transfer rate is almost the same, for
example for Case A, Fig. 4(a) at the mass flux of G = 800.5 kg/m2 s
the heat transfer rate is 141.5 W and at G = 900.7 kg/m2 s the heat
transfer rate is 143.6 W and at G = 1000.8 kg/m2 s, the heat transfer
rate is 140.2 W. The difference of the heat transfer rate is insignif-
icant. Similarly for Cases B and C, the effect of the mass flux is not
significant either. The possible reason for this fact is that at the dif-
ferent mass fluxes, the radiator wall temperature is almost the
same. Consequently, the heat released by the water to the wall of
the radiator is the same. The similar results were also found by Cal-
isir et al. [14], and Mirmanto et al. [15]. They all found that the
mass flow rate did not affect much the heat output. Calisir et al.
[14] employed mass flow rates ranging from 0.01 to 0.014 kg/s
and found no mass flow rate effect. Unfortunately, the causes of
their findings were not revealed.
In Fig. 4a through 4c, the effect of the radiator position can be
seen. From the view point of the forced convection heat transfer
Fig. 4. Forced convection heat transfer rate; (a) Case A, (b) Case B, (c) Case C. The
data are averaged from the data recorded within 3000 s.
Fig. 5. Experimental free convection heat transfer rates. The rate of heat absorbed
by the air inside the prototype room; (a) Case A, (b) Case B and (c) Case C.
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around 800.5 kg/m2 s, at the same water inlet temperature of
80 C, the heat transfer rate resulted by Case C is bigger than that
of other cases. For Case A, the heat transfer rate obtained is
141.5 W, for Case B, it is 136.5 W, while for Case C, it is 194.8 W.
For the drying room, the position Case B is not good, because the
heat does not reach the air near the opposite wall due to the dis-
tance. The best radiator position for the drying room is Case A or
Case C. As explained in the previous paragraph, Case C provides
better performances. This is due to the cross-sectional area of the
air. In Cases A and B, the cross-sectional area of the air flowing nat-
urally is (5 mm + boundary layer thickness)  310 mm, while for
Case C, it is approximately 220 mm  310 mm. Therefore, much
air can receive the heat released by the radiator wall, consequently
Case C can release much heat.
Now it is necessary to investigate the heat absorbed by the air
inside the prototype room. The effect of mass flux and radiator
position are tested using free convection heat transfer rates. To cal-
culate the free convection heat transfer rate, Eqs. (7)–(9) are used.
The results of the calculation are presented in Fig. 5. The free con-
vection heat transfer rate, as seen in Fig. 5, does not seem to be
affected by the mass flux for the three cases. At the different mass
flux, but for the same radiator position, the free convection heat
transfer rates are the same. This is the same phenomenon as seen
in Fig. 4 and the cause of this phenomenon is due to the same radi-
ator wall temperature, see Fig. 6. At the mass fluxes of 800.5 kg/
m2 s, 900.7 kg/m2 s and 1000.8 kg/m2 s, for Case A, the radiator
wall temperatures are 71.2 C, 70.9 C and 71.4 C respectively.
The same phenomenon also occurs for the two other cases.
The effect of the radiator position on the free convection heat
transfer rate is the same as that on the forced convection heattransfer rate. Case C shows the higher free convection heat transfer
rate, see Fig. 5. Nevertheless, there is a difference in the heat trans-
fer rate between forced and free convection heat transfer rates.
This is due to the uncertainty of the sensor/instrument and the ran-
dom uncertainty. The difference is lower than 10% though.
Using Eq. (7), but the qs is equal to the Eq. (1), can result in free
heat transfer coefficients. The results are presented in Table 1.
From the Table 1, it can be seen that the free convection heat trans-
fer coefficient does not depend on the mass flux. However, the
effect of the radiator position is significant. For example, for Case
A, the average free convection heat transfer coefficient is about
10W/m2 K, and for Case B, it is approximately 9.83 W/m2 K, while
for Case C, it is the highest one. The value of the free convection
heat transfer coefficient for Case C is approximately of 15.2 W/
m2 K. For Cases A and B, the experimental free convection heat
transfer coefficient still agrees with the theory or the same value
as that used by Qu and Mudawar [20] and Embaye et al. [6], while
for Case C, it is higher than the theory. As Case C has the highest
free convection heat transfer coefficient, it is necessary to construct
a new empirical correlation. Using a linear regression for multivari-
able can create a new correlation of free convection heat transfer
coefficient for Case C and it is written as:
ho¼0:85ðk=DoÞRa2:01Pr14:49ðTwo=TRÞ7:54ðAo=AiÞ19:21ðH=LÞ18:59S3:73opt ð10Þ
however, this correlation is for: (1) heat transferring from the radi-
ator fins and wall to the air at the temperature of approximately
38–40 C, (2) the hot water flowing inside the radiator at the max-
imum temperature of 80 C. Where Ai is the inner diameter of the
pipe used for constructing the radiator. Using Eq. (10) can predict
the experimental free convection heat transfer coefficient with a
mean absolute error (MAE) of 4%.
Fig. 6. Average radiator wall temperature.
Table 1
Free heat transfer coefficients obtained from the experiments.
Position Mass flux (kg/m2 s) Free heat transfer coefficient (W/m2 K)
Case A 800.5 9.99
900.7 10.0
1000.8 9.93
Case B 800.9 10.1
900.3 9.76
1000.4 9.63
Case C 800.5 15.49
900.1 14.99
1000.1 15.05
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can be seen that the average radiator wall temperature is almost
the same at all mass fluxes used. Due to this fact, the heat transfer
rate for both forced and free convection does not depend on the
mass flux. The same radiator wall temperature was owing to the
same inlet temperature which was kept at 80 C. Meanwhile, the
radiator is short and compact, see Fig. 2a, consequently the varia-
tion of the radiator wall temperatures is not significant.
Conclusions
Experimental investigations were performed to know the effect
of radiator position and mass flux on the heat transfer rate. From
the discussion above, some conclusions may be drawn as follows:
1. The effect of radiator position is significant for both forced and
free convection heat transfer rates, while the effect of the mass
flux mass on both heat transfer modes is not significant.2. The forced heat transfer rate obtained using Case C is the high-
est. Consequently, for Case C, the free convection heat transfer
coefficient is the highest and it is the best position of the
radiator.
3. The highest heat transfer rate obtained using the radiator of
Case C is due to the cross-sectional area.
4. The average radiator wall temperature does not depend on the
mass flux.
5. The effect of the radiator position on the average radiator wall
temperature is insignificant.
6. The new correlation of the free convection heat transfer coeffi-
cient has been constructed for Case C with an MAE of 4%.
In the next research, the energy used to heat the water will be
gained from the heat waste/renewable energy and some goods will
be placed in the dryer room as loads.
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